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DRAWING/PART NUMBER REVISION

SHEET           OF
ESH&Q
RISK LEVEL

D UT-XMTR-STD-1100 H

A2 4 8

A
U

T
O

C
A

D
 2

0
1
0

PENTANT #1

CELL 23 (LOCATED BETWEEN COLUMNS 109-110) CELL 23 (LOCATED AT COLUMNS 111) CELL 24 (LOCATED BETWEEN COLUMNS 113-114) CELL 24 (LOCATED BETWEEN COLUMNS 115-116)

LOCATION #7 LOCATION #8 LOCATION #9 NOT INSTALLED LOCATION #7 LOCATION #8 LOCATION #9 LOCATION #7 LOCATION #8 LOCATION #9

NA NA NA NA NA NA NA NA NA
LOCATION #4

CROTCH
ABSORBER

(COPPER) BNL P/N
C23-ABR-FM-1263

LOCATION #5
HIGH END FRONT

END (COPPER)  BNL
P/N

C23-HFER-FM-1266

LOCATION #6
LOW END FRONT

END (COPPER)  BNL
P/N

C23-LFER-FM-1267

LOCATION #4 LOCATION #5 LOCATION #6 LOCATION #4
CROTCH ABSORBER
(COPPER) BNL P/N
C24-ABR-FM-1363

LOCATION #5 LOCATION #6

 YOKOGAWA SN#
U1L901745

0-3 GPM
 YOKOGAWA SN#

U1N700941
 YOKOGAWA SN#

91N803965 NA NA NA

 YOKOGAWA SN#
U1L901746

0-3 GPM NA NA
LOCATION #1

(ALUMINUM) BNL
P/N

C23-ALR-FM-1260

LOCATION #2
(ALUMINUM) BNL

P/N
C23-ALR-FM-1261

LOCATION #3
STICK/FLG

ABSORBER (COPPER)
BNL P/N

C23-ABR-FM-1262

LOCATION #1
(ALUMINUM) BNL

P/N
C24-ALR-FM-1360

LOCATION #2 LOCATION #3
23ID FE PG

C23-FE-PG-1290

LOCATION #1 LOCATION #2
(ALUMINUM) BNL

P/N
C24-ALR-FM-1361

LOCATION #3
STICK/FLG

ABSORBER (COPPER)
BNL P/N

C24-ABR-FM-1362

 YOKOGAWA SN#
U1L901703

0-1 GPM

 YOKOGAWA SN#
U1L901705

0-1 GPM

 YOKOGAWA SN#
U1L901769

0-3 GPM

 YOKOGAWA SN#
U1L901686

0-1 GPM NA

23BM FE PG
C23-FE-PG-1291

NA

 YOKOGAWA SN#
U1L901697

0-1 GPM

 YOKOGAWA SN#
U1L901755

0-3 GPM

CELL 25 (LOCATED BETWEEN COLUMNS 117-118) CELL 25 (LOCATED AT COLUMN 119) CELL 26 (LOCATED BETWEEN COLUMNS 1-2) CELL 26 (LOCATED BETWEEN COLUMNS 3-4)

LOCATION #7 LOCATION #8 LOCATION #9 LOCATION #7 LOCATION #8 LOCATION #9 LOCATION #7 LOCATION #8 LOCATION #9 LOCATION #7 LOCATION #8 LOCATION #9

NA NA NA NA NA NA NA NA NA NA NA NA
LOCATION #4 LOCATION #5 LOCATION #6 LOCATION #4

CROTCH ABSORBER
(COPPER) BNL P/N
C25-ABR-FM-1463

LOCATION #5 LOCATION #6 LOCATION #4 LOCATION #5 LOCATION #6 LOCATION #4
CROTCH ABSORBER
(COPPER) BNL P/N
C26-ABR-FM-1563

LOCATION #5 LOCATION #6

NA NA NA

 YOKOGAWA SN#
U1L901754

0-3 GPM NA NA NA NA NA

 YOKOGAWA SN#
U1L901752

0-3 GPM NA NA
LOCATION #1

(ALUMINUM) BNL
P/N

C25-ALR-FM-1460

LOCATION #2 LOCATION #3 LOCATION #1 LOCATION #2
(ALUMINUM) BNL

P/N
C25-ALR-FM-1461

LOCATION #3
STICK/FLG
ABSORBER

(COPPER) BNL P/N
C25-ABR-FM-1462

LOCATION #1
(ALUMINUM) BNL

P/N
C26-ALR-FM-1560

LOCATION #2 LOCATION #3 LOCATION #1 LOCATION #2
(ALUMINUM) BNL

P/N
C26-ALR-FM-1561

LOCATION #3
STICK/FLG

ABSORBER (COPPER)
BNL P/N

C26-ABR-FM-1562

 YOKOGAWA SN#
U1L901692

0-1 GPM NA NA NA

 YOKOGAWA SN#
U1L901693

0-1 GPM

 YOKOGAWA SN#
U1L901750

0-3 GPM

 YOKOGAWA SN#
U1L901711

0-1 GPM NA NA NA

 YOKOGAWA SN#
U1L901702

0-1 GPM

 YOKOGAWA SN#
U1L901772

0-3 GPM

CELL 27 (LOCATED BETWEEN COLUMNS 5-6) CELL 27 (LOCATED AT COLUMN 7) CELL 28 (LOCATED BETWEEN COLUMNS 9-10) CELL 28(LOCATED BETWEEN COLUMNS 11-12)

LOCATION #7 LOCATION #8 LOCATION #9 LOCATION #7 LOCATION #8 LOCATION #9 LOCATION #7 LOCATION #8
DAMPLER WIGGLER
ABSORBER (COPPER)

BNL P/N
C28-DWAR-FM-1769

LOCATION #9
DAMPLER WIGGLER
ABSORBER (COPPER)

BNL P/N
C28-DWAR-FM-1768

LOCATION #7 LOCATION #8 LOCATION #9

NA NA NA NA NA NA NA

 YOKOGAWA SN#
U1N802701

X-X GPM

 YOKOGAWA SN#
U1N802704

X-X GPM NA NA NA
LOCATION #4 LOCATION #5 LOCATION #6 LOCATION #4

CROTCH ABSORBER
(COPPER) BNL P/N
C27-ABR-FM-1663

LOCATION #5 LOCATION #6 LOCATION #4 LOCATION #5 LOCATION #6 LOCATION #4
CROTCH ABSORBER
(COPPER) BNL P/N
C28-ABR-FM-1763

LOCATION #5
HIGH END FRONT

END (COPPER)  BNL
P/N

C28-HFER-FM-1766

LOCATION #6
LOW END FRONT

END (COPPER)  BNL
P/N

C28-LFER-FM-1767

NA NA NA

 YOKOGAWA SN#
U1L901733

0-3 GPM NA NA NA NA NA

 YOKOGAWA SN#
U1L901729

0-3 GPM
 YOKOGAWA SN#

U1N700938
 YOKOGAWA SN#

91N803976
LOCATION #1

(ALUMINUM) BNL
P/N

C27-ALR-FM-1660

LOCATION #2 LOCATION #3 LOCATION #1 LOCATION #2
(ALUMINUM) BNL

P/N
C27-ALR-FM-1661

LOCATION #3
STICK/FLG
ABSORBER

(COPPER) BNL P/N
C27-ABR-FM-1662

LOCATION #1
(ALUMINUM) BNL

P/N
C28-ALR-FM-1760

LOCATION #2 LOCATION #3 LOCATION #1 LOCATION #2
(ALUMINUM) BNL

P/N
C28-ALR-FM-1761

LOCATION #3
STICK/FLG

ABSORBER (COPPER)
BNL P/N

C28-ABR-FM-1762

 YOKOGAWA SN#
U1L901709

0-1 GPM NA NA NA

 YOKOGAWA SN#
U1L901701

0-1 GPM

 YOKOGAWA SN#
U1L901748

0-3 GPM

 YOKOGAWA SN#
U1L901699

0-1 GPM NA NA NA

 YOKOGAWA SN#
U1L901696

0-1 GPM

 YOKOGAWA SN#
U1L901722

0-3 GPM
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PENTANT #2

CELL 29 (LOCATED BETWEEN COLUMNS 13-14) CELL 29 (LOCATED AT COLUMN 15) CELL 30 (LOCATED BETWEEN COLUMNS 17-18) CELL 30 (LOCATED BETWEEN COLUMNS 19-20)

LOCATION #7
28ID FE PG

C28-FE-PG-1790

LOCATION #8 LOCATION #9 LOCATION #7 LOCATION #8 LOCATION #9 LOCATION #7
HORIZONTAL
SCRAPER X/

VERTICAL
SCRAPER 1            BNL

P/N
C30-SRPR-FM-2370

LOCATION #8
HORIZONTAL

SCRAPER 1
BNL P/N

C30-SRPH-FM-2371

LOCATION #9 LOCATION #7 LOCATION #8 LOCATION #9

NA NA NA NA NA NA
YOKOGAWA SN#

U1NA03506
 YOKOGAWA SN#

U1NA03507 NA NA NA NA
LOCATION #4 LOCATION #5 LOCATION #6 LOCATION #4

CROTCH ABSORBER
(COPPER) BNL P/N
C29-ABR-FM-2263

LOCATION #5 LOCATION #6 LOCATION #4 LOCATION #5 LOCATION #6 LOCATION #4
CROTCH ABSORBER
(COPPER) BNL P/N
C30-ABR-FM-2363

LOCATION #5
DIAGNOSTIC SLM

FRONT END
BNL P/N

C30-SLM-FM-2366

LOCATION #6
DIAGNOSTIC SLM

FRONT END
BNL P/N

C30-SLM-FM-2367

NA NA NA

 YOKOGAWA SN#
U1L901751

0-3 GPM NA NA NA NA NA

 YOKOGAWA SN#
U1L901781

0-3 GPM

YOKOGAWA SN#
U1P201785

X-X GPM

YOKOGAWA SN#
U1P201782

X-X GPM
LOCATION #1

(ALUMINUM) BNL
P/N

C29-ALR-FM-2260

LOCATION #2
(ALUMINUM) BNL

P/N
C29-ALR-FM-2261

LOCATION #3 LOCATION #1 LOCATION #2 LOCATION #3
STICK/FLG ABSORBER

(COPPER) BNL P/N
C29-ABR-FM-2262

LOCATION #1
(ALUMINUM) BNL

P/N
C30-ALR-FM-2360

LOCATION #2
(ALUMINUM) BNL

P/N
C30-ALR-FM-2361

LOCATION #3 LOCATION #1 LOCATION #2 LOCATION #3
STICK/FLG ABSORBER

(COPPER) BNL P/N
C30-ABR-FM-2362

 YOKOGAWA SN#
U1L901717

0-1 GPM

 YOKOGAWA SN#
U1L901663

0-1 GPM NA NA NA

 YOKOGAWA SN#
U1L901759

0-3 GPM

 YOKOGAWA SN#
U1L901662

0-1 GPM

 YOKOGAWA SN#
U1L901665

0-1 GPM NA NA NA

 YOKOGAWA SN#
U1L901776

0-3 GPM

CELL 01 (LOCATED BETWEEN COLUMNS 21-22) CELL 01 (LOCATED AT COLUMN 23) CELL 02 (LOCATED BETWEEN COLUMNS 25-26) CELL 02 (LOCATED BETWEEN COLUMNS 27-28)

LOCATION #7
HORIZONTAL /

VERTICAL
SCRAPER 2

BNL P/N
C01-SRPR-FM-2470

LOCATION #8 LOCATION #9 LOCATION #7 LOCATION #8 LOCATION #9 LOCATION #7 LOCATION #8 LOCATION #9 LOCATION #7 LOCATION #8 LOCATION #9

YOKOGAWA SN#
U1NA03508 NA NA NA NA NA NA NA NA NA NA NA

LOCATION #4 LOCATION #5 LOCATION #6 LOCATION #4
CROTCH ABSORBER
(COPPER) BNL P/N
C01-ABR-FM-2463

LOCATION #5 LOCATION #6 LOCATION #4 LOCATION #5 LOCATION #6 LOCATION #4
CROTCH ABSORBER
(COPPER) BNL P/N
C02-ABR-FM-2563

LOCATION #5    HIGH
END FRONT END

(COPPER)  BNL P/N
C02-HFER-FM-2566

LOCATION #6       LOW
END FRONT END

(COPPER)  BNL P/N
C02-LFER-FM-2567

NA NA NA

 YOKOGAWA SN#
U1L901724

0-3 GPM NA NA NA NA NA

 YOKOGAWA SN#
U1L901726

0-3 GPM
YOKOGAWA SN#

U1N700939
YOKOGAWA SN#

91N803970
LOCATION #1

(ALUMINUM) BNL
P/N

C01-ALR-FM-2460

LOCATION #2
(ALUMINUM) BNL

P/N
C01-ALR-FM-2461

LOCATION #3 LOCATION #1 LOCATION #2 LOCATION #3
STICK/FLG ABSORBER

(COPPER) BNL P/N
C01-ABR-FM-2462

LOCATION #1
(ALUMINUM) BNL

P/N
C02-ALR-FM-2560

LOCATION #2
(ALUMINUM) BNL

P/N
C02-ALR-FM-2561

LOCATION #3 LOCATION #1 LOCATION #2 LOCATION #3
STICK/FLG ABSORBER

(COPPER) BNL P/N
C02-ABR-FM-2562

 YOKOGAWA SN#
U1L901664

0-1 GPM

 YOKOGAWA SN#
U1L901677

0-1 GPM NA NA NA

 YOKOGAWA SN#
U1L901749

0-3 GPM

 YOKOGAWA SN#
U1L901679

0-1 GPM

 YOKOGAWA SN#
U1L901681

0-1 GPM NA NA NA

 YOKOGAWA SN#
U1L901734

0-3 GPM

CELL 03 (LOCATED BETWEEN COLUMNS 29-30) CELL 03 (LOCATED AT COLUMN 31) CELL 04 (LOCATED BETWEEN COLUMNS 33-34) CELL 04 (LOCATED BETWEEN COLUMNS 35-36)

LOCATION #7
HXN ABSORBER

BNL P/N
CO3-HXNR-FM-2692

LOCATION #8
HXN COOLING

CIRCUIT BNL P/N
CO3-HXNR-FM-2696

LOCATION #9 LOCATION #7 LOCATION #8 LOCATION #9
LOW END FRONT END

(COPPER)  BNL P/N
C03-LFER-FM-2668

LOCATION #7 LOCATION #8
ISR COOLING CIRCUIT

BNL P/N
CO4-ISRR-FM-2745

LOCATION #9
ISR ABSORBER

BNL P/N
CO4-ISRR-FM-2747

LOCATION #7
SRX ABSORBER

BNL P/N
C05-SRXR-FM-3254

LOCATION #8
SRX COOLING CIRCUIT

SUPPLY BNL P/N
C05-SRXR-FM-3255

LOCATION #9
SRX COOLING CIRCUIT

RETURN BNL P/N
C05-SRXR-FM-3256

YOKOGAWA SN#
U1N602553

YOKOGAWA SN#
U1N602542 NA NA NA

YOKOGAWA SN#
91P818927 NA

YOKOGAWA SN#
U1L901668

YOKOGAWA SN#
U1L901669

YOKOGAWA SN#
U1N602551

YOKOGAWA SN#
U1P503209

YOKOGAWA SN#
U1P503210

LOCATION #4 LOCATION #5 LOCATION #6 LOCATION #4
CROTCH ABSORBER
(COPPER) BNL P/N
C03-ABR-FM-2663

LOCATION #5    HIGH
END FRONT END

(COPPER)  BNL P/N
C03-HFER-FM-2666

LOCATION #6     LOW
END FRONT END

(COPPER)  BNL P/N
C03-LFER-FM-2667

LOCATION #4 LOCATION #5 LOCATION #6 LOCATION #4
CROTCH ABSORBER
(COPPER) BNL P/N
C04-ABR-FM-2763

LOCATION #5    HIGH
END FRONT END

(COPPER)  BNL P/N
C04-HFER-FM-2766

LOCATION #6       LOW
END FRONT END

(COPPER)  BNL P/N
C04-LFER-FM-2767

NA NA NA

 YOKOGAWA SN#
U1L901764

0-3 GPM
 YOKOGAWA SN#

U1N700944
 YOKOGAWA SN#

91N803981 NA NA NA

 YOKOGAWA SN#
U1L901757

0-3 GPM
YOKOGAWA SN#

U1N700942
YOKOGAWA SN#

91N803980
LOCATION #1

(ALUMINUM) BNL
P/N

C03-ALR-FM-2660

LOCATION #2
(ALUMINUM) BNL

P/N
C03-ALR-FM-2661

LOCATION #3
02ID FE PG

C02-FE-PG-2590

LOCATION #1 LOCATION #2 LOCATION #3
STICK/FLG ABSORBER

(COPPER) BNL P/N
C03-ABR-FM-2662

LOCATION #1
(ALUMINUM) BNL

P/N
C04-ALR-FM-2760

LOCATION #2
(ALUMINUM) BNL

P/N
C04-ALR-FM-2761

LOCATION #3
03ID FE PG

C03-FE-PG-2690

LOCATION #1 LOCATION #2 LOCATION #3
STICK/FLG ABSORBER

(COPPER) BNL P/N
C04-ABR-FM-2762

 YOKOGAWA SN#
U1L901675

0-1 GPM

 YOKOGAWA SN#
U1L901688

0-1 GPM

02BM FE PG
C02-FE-PG-2591

NA NA

 YOKOGAWA SN#
U1L901765

0-3 GPM

 YOKOGAWA SN#
U1L901708

0-1 GPM

 YOKOGAWA SN#
U1L901671

0-1 GPM

03BM FE PG
C03-FE-PG-2691

NA NA

 YOKOGAWA SN#
U1L901743

0-3 GPM
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CELL 05 (LOCATED BETWEEN COLUMNS 37-38) CELL 05 (LOCATED AT COLUMN 39) CELL 06 (LOCATED BETWEEN COLUMNS 41-42) CELL 06 (LOCATED BETWEEN COLUMNS 43-44)

LOCATION #7 LOCATION #8 LOCATION #9 LOCATION #7 LOCATION #8 LOCATION #9 LOCATION #7 LOCATION #8 LOCATION #9 LOCATION #7 LOCATION #8 LOCATION #9

NA NA NA NA NA NA NA NA NA NA NA NA
LOCATION #4 LOCATION #5     LOW

END FRONT END
(COPPER)  BNL P/N
C04-LFER-FM-3168

LOCATION #6 LOCATION #4
CROTCH ABSORBER
(COPPER) BNL P/N
C05-ABR-FM-3263

LOCATION #5
HIGH END FRONT

END (COPPER)  BNL
P/N

C05-HFER-FM-3266

LOCATION #6
LOW END FRONT

END (COPPER)  BNL
P/N

C05-LFER-FM-3267

LOCATION #4 LOCATION #5 LOCATION #6 LOCATION #4
CROTCH ABSORBER
(COPPER) BNL P/N
C06-ABR-FM-3363

LOCATION #5 LOCATION #6

 YOKOGAWA SN#
U1N700952 NA

 YOKOGAWA SN#
U1L901738

0-3 GPM
 YOKOGAWA SN#

U1N700952
 YOKOGAWA SN#

91N803966 NA NA NA

 YOKOGAWA SN#
U1L901739

0-3 GPM NA NA
LOCATION #1

(ALUMINUM) BNL
P/N

C05-ALR-FM-3260

LOCATION #2
(ALUMINUM) BNL

P/N
C05-ALR-FM-3261

LOCATION #3
04ID FE PG

C04-FE-PG-2790

LOCATION #1 LOCATION #2 LOCATION #3
STICK/FLG

ABSORBER (COPPER)
BNL P/N

C05-ABR-FM-3262

LOCATION #1
(ALUMINUM) BNL

P/N
C06-ALR-FM-3360

LOCATION #2
(ALUMINUM) BNL

P/N
C06-ALR-FM-3361

LOCATION #3
05ID FE PG

C05-FE-PG-3290

LOCATION #1 LOCATION #2 LOCATION #3
STICK/FLG
ABSORBER

(COPPER) BNL P/N
C06-ABR-FM-3362

 YOKOGAWA SN#
U1L901685

0-1 GPM

 YOKOGAWA SN#
U1L901676

0-1 GPM
04BM FE PG

C04-FE-PG-2791 NA NA

 YOKOGAWA SN#
U1L901774

0-3 GPM

 YOKOGAWA SN#
U1L901684

0-1 GPM

 YOKOGAWA SN#
U1L901694

0-1 GPM
05BM FE PG

C05-FE-PG-3291 NA NA

 YOKOGAWA SN#
U1L901735

0-3 GPM

CELL 07  (LOCATED BETWEEN COLUMNS 45-46) CELL 07  (LOCATED AT COLUMN 47) CELL 08  (LOCATED BETWEEN COLUMNS 49-50) CELL 08  (LOCATED BETWEEN COLUMNS 51-52)

LOCATION #7 LOCATION #8 LOCATION #9 LOCATION #7 LOCATION #8 LOCATION #9 LOCATION #7 LOCATION #8
DAMPLER WIGGLER
ABSORBER (COPPER)

BNL P/N
C08-DWAR-FM-3569

LOCATION #9
DAMPLER WIGGLER
ABSORBER (COPPER)

BNL P/N
C08-DWAR-FM-3568

LOCATION #7 LOCATION #8 LOCATION #9

NA NA NA NA NA NA NA

 YOKOGAWA SN#
U1N802706

X-X GPM

 YOKOGAWA SN#
U1N802702

X-X GPM NA NA NA
LOCATION #4

LOW END FRONT
END BNL P/N

C06-LFER-FM-3368

LOCATION #5
FRONT END MIRROR

BNL P/N
C06-MFER-FM-3369

LOCATION #6 LOCATION #4
CROTCH ABSORBER
(COPPER) BNL P/N
C07-ABR-FM-3463

LOCATION #5 LOCATION #6 LOCATION #4
LOW END FRONT

END BNL P/N
C07-LFER-FM-3468

LOCATION #5 FRONT
END MIRROR BNL

P/N
C07-MFER-FM-3469

LOCATION #6 LOCATION #4
CROTCH ABSORBER
(COPPER) BNL P/N
C08-ABR-FM-3563

LOCATION #5
HIGH END FRONT

END (COPPER)  BNL
P/N

C08-HFER-FM-3566

LOCATION #6
LOW END FRONT

END (COPPER)
BNL P/N

C08-LFER-FM-3567

YOKOGAWA SN#
U1R902247

 YOKOGAWA SN#
U1R902252 NA

 YOKOGAWA SN#
U1L901732

0-3 GPM NA NA
YOKOGAWA SN

U1RA02190
YOKOGAWA
U1RB01580 NA

 YOKOGAWA SN#
U1L901780

0-3 GPM
YOKOGAWA SN#

U1N700950
YOKOGAWA SN#

91N803968
LOCATION #1

(ALUMINUM) BNL
P/N

C07-ALR-FM-3460

LOCATION #2
(ALUMINUM) BNL

P/N
C07-ALR-FM-3461

LOCATION #3 LOCATION #1
HIGH END FRONT

END (COPPER)
BNL P/N

C07-HFER-FM-3466

LOCATION #2
LOW END FRONT

END (COPPER)
BNL P/N

C07-LFER-3467

LOCATION #3
STICK/FLG

ABSORBER (COPPER)
BNL P/N

C07-ABR-FM-3462

LOCATION #1
(ALUMINUM) BNL

P/N
C08-ALR-FM-3560

LOCATION #2
(ALUMINUM) BNL

P/N
C08-ALR-FM-3561

LOCATION #3
07ID FE PG

C07-FE-PG-3490

LOCATION #1 LOCATION #2 LOCATION #3
STICK/FLG
ABSORBER

(COPPER) BNL P/N
C08-ABR-FM-3562

 YOKOGAWA SN#
U1L901707

0-1 GPM

 YOKOGAWA SN#
U1L901720

0-1 GPM NA
YOKOGAWA SN#

U1S601058
YOKOGAWA SN#

U1S601059

 YOKOGAWA SN#
U1L901773

0-3 GPM

 YOKOGAWA SN#
U1L901698

0-1 GPM

 YOKOGAWA SN#
U1L901695

0-1 GPM
07BM FE PG

C07-FE-PG-3491 NA NA

 YOKOGAWA SN#
U1L901766

0-3 GPM

CELL 09  (LOCATED BETWEEN COLUMNS 53-54) CELL 09  (LOCATED AT COLUMN 55) CELL 10  (LOCATED BETWEEN COLUMNS 57-58) CELL 10 (LOCATED BETWEEN COLUMNS 59-60)

LOCATION #7 LOCATION #8 LOCATION #9
08ID FE PG

C08-FE-PG-3590

LOCATION #7 LOCATION #8 LOCATION #9 LOCATION #7
ISX COOLING

CIRCUIT BNL P/N
C10-IXSR-FM-3758

LOCATION #8
ISX ABSORBER

BNL P/N
C10-IXSR-FM-3759

LOCATION #9 LOCATION #7 LOCATION #8 LOCATION #9

NA NA
08BM FE PG

C08-FE-PG-3590 NA NA NA
 YOKOGAWA SN#

U1L901723
 YOKOGAWA SN#

U1W400758 NA NA NA NA
LOCATION #4 LOCATION #5 LOCATION #6 LOCATION #4

CROTCH ABSORBER
(COPPER) BNL P/N
C09-ABR-FM-3663

LOCATION #5 LOCATION #6 LOCATION #4 LOCATION #5 LOCATION #6 LOCATION #4
CROTCH ABSORBER
(COPPER) BNL P/N
C10-ABR-FM-3763

LOCATION #5
HIGH END FRONT

END (COPPER)  BNL
P/N

C10-HFER-FM-3766

LOCATION #6
LOW END FRONT

END (COPPER)
BNL P/N

C10-LFER-FM-3767

NA NA NA

 YOKOGAWA SN#
U1L901779

0-3 GPM NA NA NA NA NA

 YOKOGAWA SN#
U1L901778

0-3 GPM
 YOKOGAWA SN#

U1N700937
 YOKOGAWA SN#

91N803975
LOCATION #1

(ALUMINUM) BNL
P/N

C09-ALR-FM-3660

LOCATION #2
(ALUMINUM) BNL

P/N
C09-ALR-FM-3661

LOCATION #3
LOW END FRONT

END (COPPER)
BNL P/N

C08-LFER-FM-3668

LOCATION #1 LOCATION #2 LOCATION #3
STICK/FLG

ABSORBER (COPPER)
BNL P/N

C09-ABR-FM-3662

LOCATION #1
(ALUMINUM) BNL

P/N
C10-ALR-FM-3760

LOCATION #2
(ALUMINUM) BNL

P/N
C10-ALR-FM-3761

LOCATION #3 LOCATION #1 LOCATION #2 LOCATION #3
STICK/FLG
ABSORBER

(COPPER) BNL P/N
C10-ABR-FM-3762

 YOKOGAWA SN#
U1L901716

0-1 GPM

 YOKOGAWA SN#
U1L901718

0-1 GPM

YOKOGAWA SN#
U1R902249
0-1.5 GPM NA NA

 YOKOGAWA SN#
U1L901777

0-3 GPM

 YOKOGAWA SN#
U1L901713

0-1 GPM

 YOKOGAWA SN#
U1L901706

0-1 GPM NA NA NA

 YOKOGAWA SN#
U1L901767

0-3 GPM



DRAWING/PART NUMBER REVISION

SHEET           OF
ESH&Q
RISK LEVEL

D UT-XMTR-STD-1100 H

A2 7 8

A
U

T
O

C
A

D
 2

0
1
0

PENTANT #4

CELL 11 (LOCATED BETWEEN COLUMNS 61-62) CELL 11 (LOCATED AT COLUMN 63) CELL 12 (LOCATED BETWEEN COLUMNS 65-66) CELL 12 (LOCATED BETWEEN COLUMNS 67-68)

LOCATION #7
CHX COOLING

CIRCUIT BNL P/N
C11-CHXR-FM-4279

LOCATION #8
CHX ABSORBER

BNL P/N
C11-CHXR-FM-4278

LOCATION #9 LOCATION #7 LOCATION #8 LOCATION #9 LOCATION #7
SMI COOLING

CIRCUIT  BNL P/N
C12-SMIR-FM-4345

LOCATION #8
SMI ABSORBER

BNL P/N
C12-SMIR-FM-4347

LOCATION #9
11ID FE PG

C11-FE-PG-4290

LOCATION #7 LOCATION #8 LOCATION #9

 YOKOGAWA SN#
U1W400757

 YOKOGAWA SN#
U1N802707 NA NA NA NA

YOKOGAWA SN#
U1R902254

YOKOGAWA SN#
U1R902248

11BM FE PG
C11-FE-PG-4291 NA NA NA

LOCATION #4 LOCATION #5 LOCATION #6 LOCATION #4
CROTCH ABSORBER
(COPPER) BNL P/N
C11-ABR-FM-4263

LOCATION #5     HIGH
END FRONT END

(COPPER)  BNL P/N
C11-HFER-FM-4266

LOCATION #6
LOW END FRONT

END (COPPER)  BNL
P/N

C11-LFER-FM-4267

LOCATION #4 LOCATION #5 LOCATION #6 LOCATION #4
CROTCH ABSORBER
(COPPER) BNL P/N
C12-ABR-FM-4363

LOCATION #5
HIGH END FRONT

END (COPPER)  BNL
P/N

C12-HFER-FM-4366

LOCATION #6
LOW END FRONT

END (COPPER)  BNL
P/N

C12-LFER-FM-4367

NA NA NA

 YOKOGAWA SN#
U1L901771

0-3 GPM
 YOKOGAWA SN#

U1N700948
 YOKOGAWA SN#

91N803967 NA NA NA

 YOKOGAWA SN#
U1L901761

0-3 GPM
YOKOGAWA SN#

U1N700940
YOKOGAWA SN#

91N803974
LOCATION #1

(ALUMINUM) BNL
P/N

C11-ALR-FM-4260

LOCATION #2
(ALUMINUM) BNL

P/N
C11-ALR-FM-4261

LOCATION #3
10ID FE PG

C10-FE-PG-3790

LOCATION #1 LOCATION #2 LOCATION #3
STICK/FLG

ABSORBER (COPPER)
BNL P/N

C11-ABR-FM-4262

LOCATION #1
(ALUMINUM) BNL

P/N
C12-ALR-FM-4360

LOCATION #2
(ALUMINUM) BNL

P/N
C12-ALR-FM-4361

LOCATION #3
LOW END FRONT

END (COPPER)
C11-LFER-FM-4268

LOCATION #1 LOCATION #2 LOCATION #3
STICK/FLG

ABSORBER (COPPER)
BNL P/N

C12-ABR-FM-4362
 YOKOGAWA SN#

U1L901678
0-1 GPM

 YOKOGAWA SN#
U1L901673

0-1 GPM
10BM FE PG

C10-FE-PG-3791 NA NA

 YOKOGAWA SN#
U1L901770

0-3 GPM

 YOKOGAWA SN#
U1L901714

0-1 GPM

 YOKOGAWA SN#
U1L901710

0-1 GPM

YOKOGAWA SN#
U1R902250
0-1.5 GPM NA NA

 YOKOGAWA SN#
U1L901737

0-3 GPM

CELL 13 (LOCATED BETWEEN COLUMNS 69-70) CELL 13 (LOCATED AT COLUMN 71) CELL 14 (LOCATED BETWEEN COLUMNS 73-74) CELL 14 (LOCATED BETWEEN COLUMNS 75-76)

LOCATION #7 LOCATION #8 LOCATION #9 LOCATION #7 LOCATION #8 LOCATION #9 LOCATION #7 LOCATION #8 LOCATION #9 LOCATION #7 LOCATION #8 LOCATION #9

NA NA NA NA NA NA NA NA NA NA NA NA
LOCATION #4 LOCATION #5 LOCATION #6 LOCATION #4

CROTCH ABSORBER
(COPPER) BNL P/N
C13-ABR-FM-4463

LOCATION #5 LOCATION #6 LOCATION #4 LOCATION #5 LOCATION #6 LOCATION #4
CROTCH ABSORBER
(COPPER) BNL P/N
C14-ABR-FM-4563

LOCATION #5 LOCATION #6

NA NA NA

 YOKOGAWA SN#
U1L901740

0-3 GPM NA NA NA NA NA

 YOKOGAWA SN#
U1L901775

0-3 GPM NA NA
LOCATION #1

(ALUMINUM) BNL
P/N

C13-ALR-FM-4460

LOCATION #2
(ALUMINUM) BNL

P/N
C13-ALR-FM-4461

LOCATION #3
12ID FE PG

C12-FE-PG-4390

LOCATION #1 LOCATION #2 LOCATION #3
STICK/FLG

ABSORBER (COPPER)
BNL P/N

C13-ABR-FM-4462

LOCATION #1
(ALUMINUM) BNL

P/N
C14-ALR-FM-4560

LOCATION #2
(ALUMINUM) BNL

P/N
C14-ALR-FM-4561

LOCATION #3 LOCATION #1 LOCATION #2 LOCATION #3
STICK/FLG

ABSORBER (COPPER)
BNL P/N

C14-ABR-FM-4562
 YOKOGAWA SN#

U1L901712
0-1 GPM

 YOKOGAWA SN#
U1L901666

0-1 GPM
12BM FE PG

C12-FE-PG-4391 NA NA

 YOKOGAWA SN#
U1L901760

0-3 GPM

 YOKOGAWA SN#
U1L901674

0-1 GPM

 YOKOGAWA SN#
U1L901667

0-1 GPM NA NA NA

 YOKOGAWA SN#
U1L901747

0-3 GPM

CELL 15 (LOCATED BETWEEN COLUMNS 77-78) CELL 15 (LOCATED AT COLUMN 79) CELL 16 (LOCATED BETWEEN COLUMNS 81-82) CELL 16 (LOCATED BETWEEN COLUMNS 83-84)

LOCATION #7 LOCATION #8 LOCATION #9 LOCATION #7
LIX ABSORBER

BNL P/N
C16-LIXR-FM-4746

LOCATION #8
LIX COOLING

CIRCUIT BNL P/N
C16-LIXR-FM-4748

LOCATION #9 LOCATION #7 LOCATION #8 LOCATION #9 LOCATION #7
FMX ABSORBER

BNL P/N
C17-FMXR-FM-5252

LOCATION #8
AMX ABSORBER

BNL P/N
C17-AMXR-FM-5254

LOCATION #9
FMX COOLING

CIRCUIT  BNL P/N
C17-FMXR-FM-5256

NA NA NA

YOKOGAWA SN#
91P818934

YOKOGAWA SN#
91P818932 NA NA NA NA

YOKOGAWA SN#
91P818931

YOKOGAWA SN#
91P818930

YOKOGAWA SN#
U1PA02846

LOCATION #4 LOCATION #5 LOCATION #6 LOCATION #4
CROTCH ABSORBER
(COPPER) BNL P/N
C15-ABR-FM-4663

LOCATION #5 LOCATION #6 LOCATION #4 LOCATION #5 LOCATION #6 LOCATION #4
CROTCH ABSORBER
(COPPER) BNL P/N
C16-ABR-FM-4763

LOCATION #5
HIGH END FRONT

END (COPPER)
BNL P/N

C16-HFER-FM-4766

LOCATION #6
LOW END FRONT

END (COPPER)
BNL P/N

C16-LFER-FM-4767

NA NA NA

 YOKOGAWA SN#
U1L901756

0-3 GPM NA NA NA NA NA

 YOKOGAWA SN#
U1L901742

0-3 GPM
YOKOGAWA SN#

U1N700945
YOKOGAWA SN#

91N803979
LOCATION #1

(ALUMINUM) BNL
P/N

C15-ALR-FM-4660

LOCATION #2
(ALUMINUM) BNL

P/N
C15-ALR-FM-4661

LOCATION #3 LOCATION #1 LOCATION #2 LOCATION #3
STICK/FLG

ABSORBER (COPPER)
BNL P/N

C15-ABR-FM-4662

LOCATION #1
(ALUMINUM) BNL

P/N
C16-ALR-FM-4760

LOCATION #2
(ALUMINUM) BNL

P/N
C16-ALR-FM-4761

LOCATION #3
XBPM FRONT END

BNL P/N
C16-XBPM-FM-4768

LOCATION #1
AMX COOLING

CIRCUIT BNL P/N
C17-AMXR-FM-5258

LOCATION #2 LOCATION #3
STICK/FLG

ABSORBER (COPPER)
BNL P/N

C16-ABR-FM-4762

 YOKOGAWA SN#
U1L901689

0-1 GPM

 YOKOGAWA SN#
U1L901700

0-1 GPM NA NA NA

 YOKOGAWA SN#
U1L901736

0-3 GPM

 YOKOGAWA SN#
U1L901690

0-1 GPM

 YOKOGAWA SN#
U1L901691

0-1 GPM

YOKOGAWA SN#
91P427131

YOKOGAWA SN#
91P818933

NA

 YOKOGAWA SN#
U1L901744

0-3 GPM
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CELL 17  (LOCATED BETWEEN COLUMNS 85-86) CELL 17  (LOCATED AT COLUMN 87) CELL 18  (LOCATED BETWEEN COLUMNS 89-90) CELL 18  (LOCATED BETWEEN COLUMNS 91-92)

LOCATION #7
16ID FE PG

C16-FE-PG-4790

LOCATION #8 LOCATION #9 LOCATION #7 LOCATION #8 LOCATION #9 LOCATION #7
17ID FE PG

C17-FE-PG-5290

LOCATION #8
DAMPLER WIGGLER
ABSORBER (COPPER)

BNL P/N
C18-DWAR-FM-5369

LOCATION #9
DAMPLER WIGGLER
ABSORBER (COPPER)

BNL P/N
C18-DWAR-FM-5368

LOCATION #7 LOCATION #8 LOCATION #9

NA NA NA NA NA NA

17BM FEPG
C17-FE-PG-5291

 YOKOGAWA SN#
U1N802703

X-X GPM

 YOKOGAWA SN#
U1N802705

X-X GPM NA NA NA
LOCATION #4 LOCATION #5 LOCATION #6 LOCATION #4

CROTCH ABSORBER
(COPPER) BNL P/N
C17-ABR-FM-5263

LOCATION #5
HIGH END FRONT

END (COPPER)  BNL
P/N

C17-HFER-FM-5266

LOCATION #6
LOW END FRONT

END (COPPER)  BNL
P/N

C17-LFER-FM-5267

LOCATION #4 LOCATION #5 LOCATION #6 LOCATION #4
CROTCH ABSORBER
(COPPER) BNL P/N
C18-ABR-FM-5363

LOCATION #5
HIGH END FRONT

END (COPPER)  BNL
P/N

C18-HFER-FM-5366

LOCATION #6
LOW END FRONT

END (COPPER)  BNL
P/N

C18-LFER-FM-5367

NA NA NA

 YOKOGAWA SN#
U1L901762

0-3 GPM
YOKOGAWA SN#

U1N700947
YOKOGAWA SN#

U1PA02841 NA NA NA

 YOKOGAWA SN#
U1L901727

0-3 GPM
YOKOGAWA SN#

U1N700951
YOKOGAWA SN#

91N803972
LOCATION #1

(ALUMINUM) BNL
P/N

C17-ALR-FM-5260

LOCATION #2
(ALUMINUM) BNL

P/N
C17-ALR-FM-5261

LOCATION #3 LOCATION #1 LOCATION #2
XBPM FRONT END

BNL P/N
C17-XBPM-FM-5268

LOCATION #3
STICK/FLG
ABSORBER

(COPPER) BNL P/N
C17-ABR-FM-5262

LOCATION #1
(ALUMINUM) BNL

P/N
C18-ALR-FM-5360

LOCATION #2
(ALUMINUM) BNL

P/N
C18-ALR-FM-5361

LOCATION #3
LOW END FRONT

END (COPPER)
C17-LFER-FM-5269

LOCATION #1
NYX COOLING

CIRCUIT SUPPLY
BNL P/N

C19-NYXS-FM-5926

LOCATION #2
NYX COOLING

CIRCUIT RETURN
BNL P/N

C19-NYXR-FM-5937

LOCATION #3
STICK/FLG
ABSORBER

(COPPER) BNL P/N
C18-ABR-FM-5362

 YOKOGAWA SN#
U1L901719

0-1 GPM

 YOKOGAWA SN#
U1L901715

0-1 GPM NA

YOKOGAWA SN#
UP1A02844

 YOKOGAWA SN#
U1L901758

0-3 GPM

 YOKOGAWA SN#
U1L901721

0-1 GPM

 YOKOGAWA SN#
U1L901704

0-1 GPM

YOKOGAWA SN#
U1R902251
0-1.5 GPM

YOKOGAWA SN#
U1S303097

YOKOGAWA SN#
U1S303098

 YOKOGAWA SN#
U1L901725

0-3 GPM

CELL 19  (LOCATED BETWEEN COLUMNS 93-94) CELL 19  (LOCATED AT COLUMN 95) CELL 20  (LOCATED BETWEEN COLUMNS 97-98) CELL 20  (LOCATED BETWEEN COLUMNS 99-100)

LOCATION #7 LOCATION #8 LOCATION #9 LOCATION #7 LOCATION #8 LOCATION #9 LOCATION #7 LOCATION #8 LOCATION #9 LOCATION #7 LOCATION #8 LOCATION #9

NA NA NA NA NA NA NA NA NA NA NA NA
LOCATION #4 LOCATION #5 LOCATION #6 LOCATION #4

CROTCH ABSORBER
(COPPER) BNL P/N
C19-ABR-FM-5463

LOCATION #5 LOCATION #6 LOCATION #4 LOCATION #5 LOCATION #6 LOCATION #4
CROTCH ABSORBER
(COPPER) BNL P/N
C20-ABR-FM-5563

LOCATION #5 LOCATION #6

NA NA NA

 YOKOGAWA SN#
U1L901731

0-3 GPM NA NA NA NA NA

 YOKOGAWA SN#
U1L901741

0-3 GPM NA NA
LOCATION #1

(ALUMINUM) BNL
P/N

C19-ALR-FM-5460

LOCATION #2
(ALUMINUM) BNL

P/N
C19-ALR-FM-5461

LOCATION #3 LOCATION #1
HIGH END FRONT

END (COPPER)
BNL P/N

C19-HFER-FM-5466

LOCATION #2
LOW END FRONT

END (COPPER)
BNL P/N

C19-LFER-FM-5467

LOCATION #3
STICK/FLG
ABSORBER

(COPPER) BNL P/N
C19-ABR-FM-5462

LOCATION #1
(ALUMINUM) BNL

P/N
C20-ALR-FM-5560

LOCATION #2
(ALUMINUM) BNL

P/N
C20-ALR-FM-5561

LOCATION #3
19ID FE PG

C19-FE-PG-5490

LOCATION #1 LOCATION #2 LOCATION #3
STICK/FLG
ABSORBER

(COPPER) BNL P/N
C20-ABR-FM-5562

 YOKOGAWA SN#
U1L901683

0-1 GPM

 YOKOGAWA SN#
U1L901670

0-1 GPM
YOKOGAWA SN#

U1S601060
YOKOGAWA SN#

U1S601061

 YOKOGAWA SN#
U1L901753

0-3 GPM

 YOKOGAWA SN#
U1L901682

0-1 GPM

 YOKOGAWA SN#
U1L901672

0-1 GPM

19BM FE PG
C19-FE-PG-5491

NA NA

 YOKOGAWA SN#
U1L901730

0-3 GPM

CELL 21  (LOCATED BETWEEN COLUMNS 101-102) CELL 21   (LOCATED AT COLUMN 103) CELL 22 (LOCATED BETWEEN COLUMNS 105-106) CELL 22  (LOCATED BETWEEN COLUMNS 107-108)

LOCATION #7 LOCATION #8 LOCATION #9 LOCATION #7 LOCATION #8 LOCATION #9 LOCATION #7 LOCATION #8 LOCATION #9

NA NA NA NA NA NA NA NA NA
LOCATION #4

CROTCH
ABSORBER

(COPPER) BNL P/N
C21-ABR-FM-5663

LOCATION #5
HIGH END FRONT

END (COPPER)  BNL
P/N

C21-HFER-FM-5666

LOCATION #6
LOW END FRONT

END (COPPER)  BNL
P/N

C21-LFER-FM-5667

LOCATION #4 LOCATION #5 LOCATION #6 LOCATION #4
CROTCH ABSORBER
(COPPER) BNL P/N
C22-ABR-FM-5763

LOCATION #5 LOCATION #6

 YOKOGAWA SN#
U1L901728

0-3 GPM
YOKOGAWA SN#

U1N700953
YOKOGAWA SN#

91N803973 NA NA NA

 YOKOGAWA SN#
U1W400760

0-3 GPM NA NA
LOCATION #1

(ALUMINUM) BNL
P/N

C21-ALR-FM-5660

LOCATION #2
(ALUMINUM) BNL

P/N
C21-ALR-FM-5661

LOCATION #3
STICK/FLG
ABSORBER

(COPPER) BNL P/N
C21-ABR-FM-5662

LOCATION #1
(ALUMINUM) BNL

P/N
C22-ALR-FM-5760

LOCATION #2
(ALUMINUM) BNL

P/N
C22-ALR-FM-5761

LOCATION #3
21ID FE PG

C21-FE-PG-5690

LOCATION #1 LOCATION #2 LOCATION #3
STICK/FLG
ABSORBER

(COPPER) BNL P/N
C22-ABR-FM-5762

 YOKOGAWA SN#
U1L901687

0-1 GPM

 YOKOGAWA SN#
U1W400759

0-1 GPM

 YOKOGAWA SN#
U1L901763

0-3 GPM

 YOKOGAWA SN#
U1L403229

0-1 GPM

 YOKOGAWA SN#
U1L403225

0-1 GPM

21BM FE PG
C21-FE-PG-5691

NA NA

 YOKOGAWA SN#
U1L403226

0-3 GPM


